PREVIOUS STEPS NOT SHOWN FOR CLARITY.

STEP 5: FOR THE TARGET PATCH CUT SQUARE PIECE OF W/P
SHEET 7” GREATER THAN THE DIAMETER OF THE
PENETRATION OR FOR PIPES LARGER THAN 22" USE

MULTIPLE LARGE SHEET PIECES WITH 4" LAPS AT
INTERSECTING SEAMS.
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STEP 6: CUT THE TARGET PATCH IN THE PATTERN SHOWN IN
FIG. 1. COAT THE PIPE WITH ADHESIVE AND PLACE
THE TARGET PATCH OVER THE PENETRATION. IF THIS
IS NOT POSSIBLE CUT THE TARGET PATCH AS SHOWN
IN FIG.2 AND SLIDE INTO PLACE.
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FIGURE 1 FIGURE 2

NOTE: LAURENCO PMMA LIQUID FLASHING
MAY BE UTILIZED IN LIEU OF

MEMBRANE FLASHING.
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ROUND PENETRATIONS STEP 5 & 6




